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PUBLIC SERV!CE
COMMISSIC)N

RE: KAR 5:066, Section 5, Pressures
Clarification of Information
Beech Grove Water System, Inc.

Dear Mr. Jeff Derouen:

Enclosed are the original and ten (10) copies for the water pressure clarification.

Should you need any additional information, please let me know.

Prepared by
Sheila Murphy
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Beech Grove Water System, Inc.
445 State Route 56 North
Calhoun, Kentucky 42327

(270) 2734738

March 4, 2015

Mr. George Waklm, P.E.,Manager
Water 8 Bewer Branch, Engineering Division
Commonwealth of Kentucky
PubEc Service Commission
211 Bower Blvd.
PO Dox 615
Frankfort, Kentucky 40602%615

Dear Mr. Wakim:

RE: 807 KAR 5:066,Section 5, Pressures
ClariEcatlon of Information
Reach Grove Water System, Inc.

The purposes of this letter ale to provide clarification of colrtllcting
Information that has been submitted to the PubEc Service Commission and to
pmsent the plan for bringing the System Into compliance with 807 KAR 5:066,
Section 5, Pressures. The Information heroin has been developed through
Interaction with Seech Grove Water System's personnel, Mr. Les Stuart, of The
Stuart AssocLstes, as well as conversations with you and Mr. David Spenard,
with PSC's Division of Legal Counsel.

SpeclEcagy, with reference to your letter of January 22, 2015, lt was pointed
out that differences In the number cfcustomers'eters not In compgance wnh
the referenced KAR, had been submitted by the Bystem to PSC. In one Instance,
we had stated that there were "zero" customers with Insuflicient pressure at
their points of service, whereas we later stated that there were 5 meters In non-
compEance. In actuality, there are four (4) meters that are In nonaompgance as
shown on the attached maps. The fifth meter (5o) meter In question Is shown on
the maP for reconcglatlon cf the numbers, although It has adecluate pressure at
the mar. The confusion arose because the house Is located at a higher
elevation than the meter and the pressure at the house Is lower than the 30 psl
requirement. The homeowner had Installed a bladder tank system to Increase



pressure In the residence, but this meter was encneously reported as heing In
non~pgance.

As discussed between you, Mr. Spenard and Mr. Btuart, the relocation of the
meters wgl noi Incmase the pressures within the struchues served, despite
bringing the System Into compgance with 807 KAR 5:058,8ectlon 5, Pressures.
The proximity of each of these customem to the Wrlghtshurg ¹2 tan4
mlnhnlzes the Impact of the lower pressures since fHcgon losses within the
gnes serving the customem are vmy low. Thus, abundant flows are avagable,
thereby compensating for the lower pressure. Consequently, none of the
customers have complained about their pressure due to the high quantRy of
water avagable to them.

The Beech Grove Water System Gourd of Commlseloners has voted to relocate
the four (4) meters presengy not ln compliance with ~regulations. The
rslocaNons will begin as soon as weather permits, with ag relocaNons to be
accompgshed prior to September 1, 2015.The minutes of the meeting
containing the approval of the relocagons are attached hereto.

Thank you and Mr. Spenard for your valuable cooperugon and assistance with
bringing the Reach Grove Water System Into compgance with 807 KAR 5:OBB,
Seegon 5, Pressures. If you or your stuff have queeNons or desire additional
IafonnaNon reganllng this correspondence, please do not hesitate to call Ms.
Shega Walsh of our stuff at (270) 27$Cl7$8, or Mr. Les Stuart, with The Stuart
Associates at (815)888-7544. I look forward to Interacgng with you.

Tommy Conrad, president
Seech Grove Water System, Inc.



Customer's Exlstlng
Meter Looatlon

Ground Level*
~8 8 ~88 8 ~8~888

Pleasure
~pal

1. Douglas N $7 36'7.09" W 87 23'0.54" . 636 10.39

2. Tanner trager N $7 38l 04.$6" W 87 23'0.54v '98 28.85

3.Devln Tanner N 37 36'4.83" W 87 23'3AB"

4.Jerry Jordan N $7 36'2.98" W 87 23'7.78"

807 22.95

595 28.15

S.Glen Tanner N 37 35'7.11 W 87 23'1.96"
'Ground elevatlons determined

Note: Pressures Increase approximately 0.66 psl
due to bury depth of meter (16 Inches)

Prepared by:
The Stuart Associates

6111South blount Juliet Road
Hermitage, Tennessee 37076

(616) 060-7644

573 38.71
from Google earth maps
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Go()gk.'arth
Customerrs Proposed
Meter Location Latitude

Ground Level 'ressure
I~It r ~P~ NIL ~Ra

1.Douglas N 37 3'T.64" W 07 23'58.$$" 588 31.18

2.Tanner trailer N 37 36'1.55" W 87 23'4.07" 580 31.18

3. Devln Tanner N 37 36'1.47" W 87 23'3.41" 587 31.61

eL Jerry Jordan N 37 36'1.5$" W 87 2$'4.94" 580

5. Glen Tanner N $7 35'7.11" W 67
23'1.06'Meter

not moved)
'Ground elevations determined from

norm Prmumnm iucreaao approximately 0JW Psl
due to bury dentb of meter (18 Inebeo)

Prepared by:
The Stuart Associates

6111South Mount Juliet Road
Hermitage, Tennessee 37078

(515) 888-7544
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COMMONWEALTH OF KENTUCKY
BEFORE THE PUBLIC SERVICE COMMISSION

CASE NO.
2014-00306

RE: KAR 5:066, Section 5, Pressures
Clarification of Information
Beech Grove Water System, Inc.

CERTIFICATION OF RESPONSE TO COMMISSION

This is to certify that I have supervised the preparation of the Applicant's

Response to the Commission Staffs First Information Request. The responses
submitted on behalf of Beech Grove Water System are true and accurate to
the best of my knowledge, information, and belief formed after a reasonable
inquiry.

Date: March 6 2015

Prepared By
Sheila Murphy

President



BEECH GROVE WATER SYSTEM

MEETING

FEBRUARY 10,2015

Checking - XX.XX
Savings - XX.XX

The Board of Beech Grove Water System held its monthly meeting on Feb 10, 2015at 6:00 p.m. at the Beech Grove
Fire Dept. 445 Hwy 56 N Calhoun KY 42327

Present were President Tommy Conrad, Secretary-Treasurer Shirley Cheatham, Nolan Clouse, Michael Wahl and
Sheila Murphy.

President Tommy Conrad declared that a quorum was present and called the meeting to order.

MINUTES dr FINANCIAL REPORT
The Minutes of the Jan, 2015 meeting were reviewed. Motion was made by Shirley and seconded by Nolan to
approve the minutes as prepared. Motion carried unanimously.

Old Business

PSC Storage Tank Deviation —sent letter to PSC trom West Daviess Water that the storage tank at West Louisville
has a 100,000 gallon storage allotted to Beech Grove Water.

PSC Annual Report —Tonya is working with me to get the report completed.

New Business

Water pressure I'rom the storage tank is below PSC requirements at the meters on Wrightsburg Hill.
Motion was made by Nolan to a move the water meters to a lower elevation if it would bring us in compliance with
PSC. Seconded by Shirley, motion carried.

Motion was made by Nolan accept nominations for new water board members Nathan Ward, Greg Cheatham k
Robert Douglas. Seconded by Shirley, motion carried.

Water meter was turned on without contacting BG Water Sunday. The meter was not locked; there was no lock on
meter. Michael checked meter Monday Morning 200 gallons ofwater have been used. We Turn water off Monday
morning, checked meter today meter was turned back on. Meter has been pulled out of the ground. 1 called County
Attorney office Lori said we can have the person charged for theft. Motion was by Shirley to charge customer
$50.00 for turning the meter on twice without notifying BGWS. 2'y Nolan, all approve.

ADJOURMENT
There being no further business to come before the board, motion was made by Shirley to adjourn. Seconded by


